The contract documents for the above noted project and the work covered thereby and herein modified.

PROJECT MANUAL:

1) Specification Section 1.E, Special Conditions, Paragraph 22: **ADD** the following in its entirety:

22. COST BREAKOUT FOR OWNER’S ACCOUNTING PURPOSES

   a. Contractor will be required to submit the following cost breakouts on company letterhead prior to the end of the next business day following the bid opening.

   (1) Cost Break Out #1 (All roofing material removal and replacement associated with Roof Section “Y”, and shall include the removal of AHU – S2-8)

DRAWINGS:

1) Drawing Sheet A101 of 8, Demolition Roof Plan, Demo Notes, Note 22: **ADD** the following in its entirety:

   22. Roof Section “Q” and all associated work not in contract.

2) Drawing Sheet A102 of 8, Renovation Roof Plan, Renovation Notes, Note 41: **ADD** the following in its entirety:

   41. Roof Section “Q” and all associated work not in contract.

3) Drawing Sheet A102 of 8, Renovation Roof Plan, Renovation Notes, Note 28: **DELETE** note in its entirety and **REPLACE** the following in its entirety:

   28. AHU S2-6 on Roof Section “Y” to be removed by contractor. Contractor shall terminate all duct work, related piping/electrical below roof deck and shall cover HVAC openings with; 1.5”-20GA metal decking over openings up to 6’-0”, fastened with #12 Tek screws of 6” O.C.

4) Drawing Sheet S100 of 8, Cooling Tower Roof Plan, Cold-Formed Metal Framing, Note 6: **ADD** the following in its entirety:

   6. Joist spamming more than 10’-0” shall require mid-point blocking.

END OF ADDENDUM #03