PART 1 GENERAL

1.01 SECTION INCLUDES
A. Wall access door and frame units.

1.02 REFERENCE STANDARDS
A. ADA Standards - Americans with Disabilities Act (ADA) Standards for Accessible Design.

1.03 SUBMITTALS
A. See Special Conditions for submittal procedures
B. Product Data: Provide sizes, types, finishes, hardware, scheduled locations, and details of adjoining work.

1.04 QUALITY ASSURANCE
A. Manufacturer Qualifications: Company specializing in manufacturing the products specified in this section with minimum three years documented experience.

PART 2 PRODUCTS

2.01 ACCESS DOORS AND PANELS ASSEMBLIES
A. Wall-Mounted Units:
   1. Location: As indicated on drawings.
   4. Door/Panel: Recessed access door for tile, standard duty, with touch latches and key cylinder locks.

2.02 WALL AND CEILING MOUNTED UNITS
A. Manufacturers:
   1. ACUDOR Products Inc: www.acudor.com/#sle.
   5. Substitutions: See General Conditions.

PART 3 EXECUTION

3.01 EXAMINATION
A. Verify that rough openings are correctly sized and located.
B. Begin installation only after substrates have been properly prepared, and if the responsibility of another installer, notify Architect of unsatisfactory preparation before proceeding.

3.02 PREPARATION
A. Clean surfaces thoroughly prior to proceeding with this work.
B. Prepare surfaces using methods recommended by manufacturer for applicable substrates in accordance with project conditions.

3.03 INSTALLATION
A. Install units in accordance with manufacturer's instructions.
B. Install frames plumb and level in openings, and secure units rigidly in place.
C. Position units to provide convenient access to concealed equipment when necessary.

END OF SECTION 08 3100