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Neff Hall - HVAC Upgrades Phase 2 

 

ADDENDUM #02 

TO CONTRACT DOCUMENTS FOR: Project #CP – 231442 

ADVERTISEMENT DATE:  March 13, 2024 

PREPARED FOR:    The Curators of the University of Missouri 

CONSULTANT:    Klingner and Associates, P.C. 

      3622 Endeavor Avenue, Suite 117 

      Columbia, MO 65201 

      (573) 355-5988 

______________________________________________________________________________ 

The contract documents for the above noted project and the work covered thereby and herein 

modified. 

______________________________________________________________________________ 

GENERAL INFORMATION: 

1) None. 

PROJECT MANUAL: 

1) None. 

DRAWINGS: 

1) Drawing Sheet E105 Cover Sheet, REVISE Office 1, Office 3, Office 3A, and Office 3C 

thermostat power supply from AH15 CTRL-1 to RIB-1. 

2) Drawing Sheet E105 Cover Sheet, REVISE Office 10, Office 10A, and Office 10C 

thermostat power supply from AH5 CTRL-1 to RIB-1. 

3) Drawing Sheet E106 Cover Sheet, REVISE Office 103, Office 104, Conference 105, 

Office 107, and Corridor C101W thermostat power supply from AH4 CTRL-1 to RIB-2. 

4) Drawing Sheet E106 Cover Sheet, REVISE Lounge 108, Office 110, Office 119, Office 

102, Office 121, and Office 122 thermostat power supply from AH11 CTRL-1 to RIB-2. 

5) Drawing Sheet E107 Cover Sheet, REVISE Office 200A and Office 202 thermostat 

power supply from AH9 CTRL-1 to RIB-3. 



Page 2 of 2 
 

6) Drawing Sheet E107 Cover Sheet, REVISE Office 206 and Office 208 thermostat power 

supply from AH6 CTRL-1 to RIB-3. 

 

END OF ADDENDUM #02 
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Full sized plans have been prepared using standard scales. 
Reduced sized plans may not conform to standard scales.
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KEYNOTE LEGEND

VALUE DESCRIPTION

E16 RELOCATE AND REINSTALL EXISTING WIRELESS ACCESS POINT AS REQUIRED.
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KEYNOTE LEGEND

VALUE DESCRIPTION

E07 FURNISH AND INSTALL NEW DUCT MOUNTED SMOKE DETECTOR ON AIR HANDLING UNIT
RETURN DUCT.

E09 FURNISH AND INSTALL CARBON DIOXIDE SENSOR.  FURNISH AND INSTALL COMMUNIATION
WIRING BACK TO LOCAL CONTROL PANEL.
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E09 FURNISH AND INSTALL CARBON DIOXIDE SENSOR.  FURNISH AND INSTALL COMMUNIATION
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